FOR REDUCED PLANS 0 1 2
1 2 | 4 IORIGINAL SCALE IS IN INCHES {5 ‘ i
——
S— — . i e — ————————————————————————— -
CERTIFICATE OF COMPLIANCE (Part4of4) OLTG-1C CERTIFICATE OF COMPLIANCE (Part 2 of 4) OLTG-1C LIGHTING MANDATORY MEASURES: NONRESIDENTIAL LTG-MM
Project Nama Date Project Name Data Project Name Date
WILLOW ROAD EXTENSION & HWY 101 INTERCHANGE 8872010 WILLOW ROAD EXTENSION & AWY 101 INTERCHANGE 8/5/2010 WILLOW ROAD EXTENSION 8 HWWY 101 INTERCHANGE 8/5/2010
et e—————————————————————— e i
| ALLOWED AND INSTALLED OUTDOOR LIGHTING POWER COMPLIANCE FIXTURE / LIGHTING CONTROL SCHEDULE and FIELD INSPECTION CHECKLIST = Indoor Ligh“ng Measures:
Lighting Wattage INSTALLATION CERTI FICATE, OLTG-1INST (Retain a copy and verify form is completed and signed.) Field Inspection g__ §181(d). Shut-off Controls
: Power Allowance CERTIFICATE OF ACCEPTANCE, OLTG-2A_{Ratain a copy and verify form is completed and signed ) Field Inspection O For every floor. all interior Tighting systems shall be equipped with a separate automalic control to shut off the lighting. W AL LAC E G RO u P®
A Lighting power allowance for general hardscape Luminaire Schedule Installed Watts 1. This automatic control shall meet the requirements of Section 119 and may be an occupancy sensor, automatic time
{from OLTG-2C Page 1 of 3} 713 A B 4 D E F G H F%I . switch, or other device capable of automatically shutting off the lighting.
BT TR TS T ; How viattage eld Qverrkde for Building Lighting Shut-off. The automatic building shut-off system I provided with & manual, accessible CIVIL ENGINEERING
B ﬁﬁg'fgﬁr‘g]g’étgg Iég?t:)nfgsw)naﬂage allowance per unit length a § | was determined | Inspector” | 2 gverride switch in sight of the lights. The area of override i not to exceed 5,000 square feet, CONSTRUCGTION MANAGEMENT
D ! Y : 5 £ E e % § §119¢h): Automatic Control Devices Certified: All automatic control devices specitied are certified. all alternate equipment shall LANDSCAPE ARCHITECTURE
c Specific application lighting wattage allowance for ornamental lighting Luminaire Deserlption’ | 2% g & 2 o 'f: £ o ‘" ba certified and Installed as directed by the manufacturer. . MECHANICAL ENGINEERING
(from OLTG-2C Page 1 of 3) 0 Ns,ntme or See footnots below § %‘» £ E g g ® g g "g -g E § 3 3 " §111: Fluorescent Ballast and Luminaires Certified: All fluorescent fixtures specified for the project are certified and listed In the PLANNING
i i em © 5 . T i i
b Specific apfllcatlon lighting wattage allowance per application Tag | d.e.:1 lamp pole-top shos-box 400 wart metal hailde) | ©5 | 53 3% |&z2| 23 | Eo | & | F % Directary. All installed fixtures shall be certified. - : ‘ S L WA DS TRATION
(from OLTG-2C Page 2 of 3) 0 Y= e m— 20| O z O . 2 0| o $131(a):  Individual Room/Area Controls: Each room and area in this building is equipped with a separate switch or accupancy
Specific application lighting wattage allowance per area : : — = S sensor device for each area with floor-to-celling walls. SURYEING /il SOLIHONS
E {from OLTG-2C Page 2 of 3) 0 oo o g0 Linfform Reduction for Individual Rooms: All rooms and areas greater than 100 square feat and more than 0.8 watts WATER RESOURCES
— e - - (] ] Im] 0 0 §131{b): per square foot of lighting load shall be controlled with bi-level switching for uniform reduction of lighting within the WALLACE SWANSON INTERNATIONAL
F Specific application lighting wattage allowance for ardinance requirements room.
{from OLTG-2C Page 3 of 3) 4 oo g gig Daylight Area Control. All raoms with windows and skylights that are greater than 250 square feet and that allow for 612 CLARION COURT
(| [ (] ] s $131i0): the effective use of daylight in the area shall have 50% of the lamps in each daylit area controlled by a separate switch;
G Total Allowed Wattage = Sum of rows A through G: i ol o o ol g ©)* or the effective use of daylight cannot be accomplished because the windows are continuously shaded by a building on SAN LUIS OBISPO, CA 93401
- - . - — — the adjacent lot. Diagram of shading during different times of the year Is Included on plans. T 805 544-4011 F 805 544-4294
H Ercg?rlw lg?_t%lzlig eva'st;z grfrgf (é?;;\mpllance Fixture Schedule, % g g S g g §131(c): Display Lighting. Display lighting shall be separately switched on circuits that are 20 amps or less.6. www.wallacegroup.us
o i Outdoor Lighting Measures:
Complies if wattage in row H is less than or equal to the wattages in row G @ Yes | ONo I I = 810 )
Enter total into OLTG-1C; Page 4 of 4: Row H; Total Installed Watts: 28 §120(c)1: Mandatory lighting power determination for medium base sockets without permanently Installed ballasts
1. Typs of luminaire fi.9.: post top, wall pack, surface, shos box): for non-incandescent luminaires, indicate nominal lamp wattage and lamp typs §i.6.: . Allpermanently installed luminalres with lamps reted over 100 Watis either have a lamp efficacy of af least 60 lumens
fluorescent. incandescent, HID): ballast type (i.e.: elecironic or magnetis); number of lamps and number of ballasts per luminaira. For incandescent §132(a): per Watt or are contralled by a mation sensor.
luminaires. tha luminaire wattage listed in column D shall be the maximum relamping rated wattage on a permanant factory-instalad label on the ; ; ,
luminaire, NOT the wattage of the lamp (bulb) used, in accordance with Section 1307d or ). 8132(0); All Luminaires with lamps rated greater than 175 Watts in hardscape area, Including parking lots, bullding entrances,
2. IF Fail then describe on Paga 2 of the Inspection Checklist Form and take appropriate action ta correct. Verify building plans if necessary. " canopies, and all outdoor sales areas meet the Cutoff Requirements.
] EXEMPT LUMINAIRES i - j Field Inspection_0O1 §132{g)1:  All permanantly installed outdoor lighting meats the control requirements listed.
Name or Symbel Description of exempt luminaires in accordance with §147 §132(c): Bullding facades, parking lots, garages, canoples, and cutdoor sales areas meet the Multi-Level Lighting Requirements
‘- listed.
MANDATORY CONTROLS [ﬁeld Inspection []
# Description Location # Description Location
SIGNATURE
SPECIAL FEATURES INSPECTION CHECKLIST (S0 Page 2 of 4 of OLTG-1C) PATE HchED
The local enforcement agency should pay special attention to the items specified in this checklist. These items require spaclal written justification and - .
documentetion, and spacial verification. Tha local enfarcemeitt agancy determines the adequacy of the justification, and may rejact a building or I e:f‘:l _f ';"s a"‘:;gzcgﬂca:?';ﬁ::tme f:;s ?"d
dasign that otherwise complies baged on the adequacy of the special justification and documartation submittsd. saw,gce pr::;m for m:;n;mﬂm ofm WoH :hown
hereon and shall not be used in whole or in part for
any other project without written authority of Wallace
Group, a California Corporation.
C
- Copyright© 2010 Wallace Group, a California
Filed Inspector Notes or Discrapancies: Corporation. All rights reserved. Copies of this
drawing shall have this notice.
i 4
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OUTDOOR LIGHTING WORKSHEET (Part 1 of 3) OLTG-2C CERTIFICATE OF COMPLIANCE (Part 3 of 4) OLTG-1C CERTIFICATE OF COMPLIANCE (Part 1 of 4) OLTG-1C
Project Name Date Project Name Date Project Name Date
WILLOW ROAD EXTENSION & HWY 101 INTERCHANGE 8/5/2010 WILLOW ROAD EXTENSION & HWY 101 INTERCHANGE 8/6/2010 WALLOW RQAD EXTENSION & HIWY 101 INTERCHANGE 8/5/2010
A. _LIGHTING POWER ALLOWANCE FOR GENERAL HARDSCAPE A. OUTDOOH LIGHTING ZONE . o s i PR SeTh Tot Tumingted Area
TRFTTAL T T [OUTDCOR LIGHTING ZONE. O _OLZ 1 @ OZ2 O OLZ3 O olz4 |SOUTH THOMPSON ROAD NIPOMO, CA 93444 2,500
AREA WATTAGE ALLOWANCE (AWA) LINEAR WATTAGE ALLOWANCE (LWA) Aﬂ%ﬁ:ﬁgE HAHDASL?-gf”EALr.&gEWING Is the OUthOf nghtmg Zone: E  Default in accordance with §10'1 14, or O Amended by JHA GENERAL INFORMATION
i o p . p . a p Phase of Construction: @ New Construction 0O Addition O Alteration
Tommated Farmeter Lorath of Complete the information below if the default Outdoor Lighting Zone has been amended by the local jurisdiction having authority ’
Hardscape AWA Par Square AWA Gonsral LWA Per LWA 1WA [dHA): Docymentgtion ﬁuthor s Deglar ation Statgmgnl
Area Foot {AXB) Hardscape Linear Foot {DXE) Watts) C+F+G O Thesteisa government designated park, recreational area, wildifle preserve, or portion thereof, and has been designated as | certify that this Certificate of Compliance documentation is accurate and complete, . «
2,500 0.645 113 200 0.450) 90 510 713 L22 or LZ3, in accordance with Table 10-114-A, because the site is contained within such a zone. Nams N Signaturs
. Willam Thors, PE A, EXPIRES: 06/30/13
O Thelocal Jurisdiction having autharity has officially adopted a change 10 the State Default Lighting Zone and has notified the oo m——— Data v E
Energy Commission by providing the materials required in §10-114(d) to the Executive Director. ¥ Thoma Electric, inc 8/52010 THOMA #1 0-8105
O The adapted change is posted on the Energy Commission website. Address CEA #
s Enter total into OLTG-1C: Paga 4 of 4; Row A: Lighting Power Allowance for Gensral Hardscape 713 O IR SRS e L DU (AL IS SO ALy L e S 4002 Emmpine CEPE #
@ Yes AWA LWA and IWA from Table 147-A was used as appropriate for the Outdoor Lighting Zone B. ADDITIONAL LIGHTING POWER ALLOWANCE FOR ORDINANCE REQUIREMENTS CityStata/Zip PSR Phone O
B B._SPECIFIC APPLICATION LIGHTING WATTAGE ALLOWANCE PER UNIT LENGTH {Available only for sales frontage) Are additional lighting power allowances for ordinance In Teble 147-G used? I Yes @ No eiaiianiain st i O
DETERMINE WATTAGE ALLOWANCE LUMINAIRE TYPE DESIGN WATTS Complete the information below if additional lighting power allowances for ordinance requirements are used: Principal Lighting Designer’s Declaration Statement
A B c ] E F G H | J W iy g K ; ; s
Tinear Sales Frontage Wattage O The local jurisdiction having authority has officially adopted specific outdoor light levels. which are expressed as average or + lam Bl'g'b|e_ under Division 3 of the California Business and Professional Code to accept responsibility for the _CCU
Spedific Lighting Foot of Allowance for QLZ Allowance Name or o Lumin Watts Per | Design Watts |  Allowed Watts minimum footcandle levels, by following a public process that allawed for formal public notitication. review, and comment about lighting design.
| Application Frontags {(Watts par LF) [BXGC) Symbol Luminaire Type Qry _Luminaire (G XH) Minimum of D or | | the proposed change. * This Certificate of Compliance identifies the lighting features and perfarmance specifications required for e
O  The lecal jurisdiction having autharity which adopted specific outdoor light levels and has notified the Commission by providing compliance with Title 24, Pages 1 and 8 of the California Code of Regulatians. GJ
. b Aol
the following matarials required §10-114() to the Exacutive Director. ¢ The design features represented on this Centificate of Compliance are consistent with the information provided [ e
& ACCEPTANCE FOONS to document this design on the cther applicable compliance forms, worksheets, calculations, plans and O _C_
'ﬁéqui rod Accoplance Tasts specifications submitied to the enforcemant agency for approval with thig building permit application. ]
Enter totalinto OLTG-1C; Page 4 of 4; Row B: Specific Application Lighting Wattage Allowance Par Unit Length 0 Designer: e —— (4] 7
C. SPECIFIC APPLICATION WATTAGE ALLOWANCE FOR ORNAMENTAL LIGHTING This form Is to be used by the designer and attached to the plans. Listed below is the acceptance test for the Lighting system, William A. Thoma C%h/v d ¢ é\ e o
OLTG-2A The designer is required to check the acceptance tests and list all control devices serving the building or space shall be — =
DETERMINE WATTAGE ALLOWANCE LUN{NAIGS TYPE DESIGN WATTS certified as meeting the Acceptance Requirsments for Code Compliance. If all the lighting system or control of a certain type requires ] Thorie Elocbic FhEeS 805.543. 3850 O
A B Cc D E F G H 1 J atest. list the differant lighting and the number of systems. The NA7 Section in the Appendix of the Nonrasidential Reference B o
Square Ornamantal Lighting Wattaga Appandices Manual describes the test. Since this form will be part of the plans, completion of this section will allow the responsible Address License # e
Spadific Lighting faet of Allowanea for OLZ Allowance | Nameor Lumin | Watts Per | Design Watts |  Allowad Watts party to budget for the scape of work appropriately, Forms can be grouped by type of Luminaire controlled. 3562 Empieo Street 10757 o
Application Harscaps (Watts per ft) B XC} Symbol Luminaira Type aTyY Luminaire (G X H) Winimum of D or | A - 2
o Enforcement Agency: Clty'State/Zip o Date 4 154/2011 e
Systems Acceptance. Bsfore Occupancy Permit is granted for a newly constructed building or space or when ever new lighting San Luis Oblspo, CA 93401 0 O i t—
system with controls is Installed in the building or space shall be certified as meeting the Acceptance Requirements. e I
The OLTG-2A form Is not considered a complete form and is not to be acceptad by the enforcement agency unless the boxes are Prlncipal nghﬂng DGSIQI'IOI‘ s Declaration CB .C -O 8
g e e e A Scart Y A1 o e gmps H = | carly et his enficate of Complance doamentaion s acrate anc complte. an ascourts for &l vt = T 6D
i - . 3 . 10-103(b) of Title 24 Part 6. The field inspector must receive the properly filled out and signed forms before the building can recelve lighting power, including building mounted, pole mounted, as well as all other lighting designed for the site, and that (-
Entor total into OLTG-1C; Page 4 of 4: Row C: Spacific Agplication Wattage for Ornamental Ligiting 0 ?maj occ(up)»ancy. A copy of the OLTG-2A ?0, each different “ghﬂngp 13.’3,%;’1,5 control(s) mugst be provided to the owner 0? the bullding Additional Lighting Power Allowances for Specific App{icatione or Additional Lighting Power Allowances for Ordinance © @) —
for their records. Requirements have not been counted more than one time for the same area, in accordance with Section 147 of the C Y4 oo D_
EnergyPro 5.0 by EnergySoit User Mumber: 68405 RunCade: 2040-08-05T15:06:28 iD: 10-8105 Page 8of § Certificate of Acceptance Standards. (4] O
Luminaires Cantrolled OLTG-2A" — 7)
Qty. of 0 Outdoor Lighting Mandatory Measures -U m
Like Outdoor Lighting Indicate location on building plans of Mandatory Measures Note Block: ___E4 (@) el
Equipment Requiring Testing Dascription Conftrols Location Accaptance Tests - o o GJ
TIME SWITCH TIME SWITCH 1 EQUIPMENT BACKBOARD LIGHTING COMPLIANCE FORMS & WORKSHEETS {check box if worksheets is included) e
For detailed instructions on the use of this and all Enargﬁf-ﬁciancy Standards compliance forms; please refer to the Nonresidential Manuial published ; ><
by the California Enargy Commission. LLI
E OLTG-1C Certificate of Complinnce. All 4 pages required on plans for all submittals. x
OLTG-2C é’;’agas 1 0f3) Lighting Wattage Allowancss for Gieneral Hardscaps, Sales Frontage, or Ornamental Lighting. Cptional on m -c
as.
0O oLtezc (Pages 2 of 3) Lighting Wattage Allowance for Per Application or Per Area, Opticnal on plans. o 8
O oLteec {Pages 3 of 3) Additional Lighting Power Allowance for Ordinance Requirements. Optional on plans. m
1. Insert: OMS for Quidoor Motion Sensor; OLSC for Cutdeor Lighting Shutoff Controls; OP for Gutdoor Pholocontrol, ATS for ;
Astronomical Time Switch; and, STS for Standard {non-astronomical) Time Switch accaptance. - - . - v -
A ENergyro 5.0 by Energyaon User Number. 6405 RunCode: 2010-06-05115:06:2  ID. 10-8105 Fage 407 6 Energyfro 5.0 by EnargySoft Liser Number: 6405 RunCode: 2610-08-05715:06:2 __D. 10-8105 Page 2 of 6 O
JOB #: 10-8105
DESIGNERS: HG
DRAWN BY: DM
DATE: 06-18-12
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